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LEGAL NOTiCE

-

This report was prepared as an account of Government sponsored
work Neither the United States, nor the Commission, nor any person
acting on behalf of the Commission:

A. Makes any wzrranty or representation, expressed or implied,
with respect to the accuracy, completeness, or usefulness of the infor-
mation contained in this report, or that the use of any information,.
apparatus, method, or process disclosed in this report may not infringe
privately ownad rights; or

B. Assumes any lizbilities with respect to the use of, or for damages

resulting from the use of any info:mation, apparatus, method, or process
disclosed in this report,

As used in the above, "person acting on behalf of the Commission"
includes any emplovee or contractor of the Commission, or employee
of such contractor, to the extent that such employee or contractor of
thé Commission, or employee of such contractor prepares, disseminates,
or provides access to, any information pursuant to his employment or
contract with the Commission, or his employment with such contractor.
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FOREWORD

This quarterly report is submitted by the Nuclear Division of The
Martin Company to the Nuclear Power Field Office, Engineer Research
and Development Laboratories, U.S. Army Corps of Engineers, in
compliance with Contract DA-44-002-ENG-5381. The report describes
progress from January thrcugh March 1961 in the ANPP Corrosion
Program.
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SUMMARY

The first series of three 2000-hour autoclave tests on Monel and
nickel coupons was completed. In one autoclave, ckarged with water
containing 1000-ppm chloride and 15-ppm oxygen, the Menzi conpon in
the vapor phase experienced mild pitting. Average corro.nisr zates were:
for Monel, 0.51 mdd; and for nickel, 0.37 mdd (milligrains ver 2Guare
decimeter per day).

A 2090-hour autoclave test on nickel, under condiitu~s which caused
pitting of Monel, was initiated. A total of 872 hours of testing was ac-
cumulated,

The corrosion loop operated virtually continuously during the quarter.
Average operating time efficiency (OTE) was approximately 84%. The
only major shutdown was caused by failure of terminals on one of the
primary 50-kw line heaters.

Testing of the bimetal model vessels (MOD SX-4) and the Inconel
model vessels (MGD SX-7) contirued. Cumulative test time to date is
approximately 2350 hours.

Testing of the birgetal miniature vessels (MIN 15 and 16} and the
Inconel miniature vessels (MIN 10 and 11) continuad. Average cumula-
tive test time is approximately 2420 hours,

Analysie of heat transfer data ssar started. Preliminary results for
the model vessels indicate that large effects on heat transfer due to
scaling have not occurred.
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I. HEAT EXCHANGER CORROSION PROGRAM =

The objectives of the heat exchanger corrosion program are:
(1} The determination of the effect of secondary water conditicns
on heat exchanger life, using various exchanger materials.
The most severe water conditions a  limited to 1000-ppm
chloride with air cover gas and air-saturated water.

The examination of the technique of test heat exchanger fabri-
cation,

The recommendation of materials and service conditions for
operating units,

Model and miniature heat exchangers currently under test, fabrication
or design are shown in Table 1.
A. AUTOCLAVE TESTS
1. Testing

The first series of 2000-hour autoclave tests was completed. The
conditions for these three tests are summarized below:

Test No. Matevial Time (hr) Oxygen (ppm) Chloride (ppm)

1 Monel 2000 10
2 Monel 2000 1000

3 Nicke: 2000 10

pH adjusted to € with .\‘a3 P()4 in all tests.

Figures 1, 2 and 3 show the appearance of the co.pons as ey wers re-
moved from the autoclaves. Post-test analysiz results for these tests
are given in the following section.

A 2000-hour test on nicke! was initiated during the quarter. Conditions
for this test are 1000-ppm chloride, 15-ppm oxygen 2nd pH adjusted to 10
with Na, PO4. At the end of the quarter, 672 nours of test time had beex

accumulated,

*J. McGrew, J. AMueller, M. Norin, E. Jules, T. Page,
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The 2000-hour Inconel autoclave tests were delayed due to a material
discrepancy. The material which was supplied as Inconel was analyzed
and found to be a high chrome, iron-based alloy. Replacement material
was obtained and pretest preparations were nearly complete at the end
of the report period.

2. Analysis of Initial 2000-Hour Tests

All of the coupons from the initial 2600-hot - tests were descaled, using
the sulfamic acid process. Weight losses are Iisted in Tabie 2 along with
the results from the 50- and 200-hour ests. Weight loss as a function of
time for the two metals is plotted in Figs. 4 and 5. In general, the nickel
sarrusio: rate appears to be somewhat lower than Monel for comparable
conditions, the average values over the Z000-hour test perios being 0.51
mdd for Monel and 0.37 mdd {or nickel in the low oxygen, lew chloride en-
vironment.

No cracking of any coupons has been observed, However, mild pitting
corrosion occurred on Monel coupons in the vapor phase of the high
~hloride, high oxygen autoclave test {(sce Fig. 1). All 12 of the vapor
phase coupons were pitted, while nore of the liquid phase coupons suffered
pitting. No significant difference in attack was noted between stressed
and unstressed coupons or between annealed and stress-relieved coupons.
Pitting generally occurred randomly over the {ension and compression
surfaces of the stressed specimens. The general appearance and distri-
bution of pits may be seen in Fig. 6, which is a photograph of a portion
of specimen No. 202, This coupon was stress-relieved prior to testing
and was unstressed during the test. The pits were relatively large in
area but shaliow, the average depth being approximateiy 1 mil. A photo-
micrograph through one pit on specimen No. 731 (fully annealed) is shown
in Fig. 7. Maximum penetration was 1.4 mils,

No pittirig occurred on coupons in either the vapor or liquid phase of
the low chloride, low oxyvgen tests,
B. CORROSIOX LOOP OPERATION
Operation of the loop during the report period was virtually con-
tinuous: approximately 1840 hours of test time were logged. The test
time accumulated for each vessel and for each day during the report period
is indicated in Figs. 8, 9 and 10.

i. Loop Shutdown

The only major shutdown during the gquarter was caused by failure of
electrical terminals on one of the 50-kw primary line heaters. Tne spare
heater-fiange assembly was installed in the loop. The spare unit was

MND-E-2013
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Amoclave-.;:onditiom--looo PPM
chloride, 15 ppm oxygen, pH

adjusted to 10 with N33P04.
2000-hour exposure; coupon
was unstressed in vapor phase.

Fig. 6. Photograph of a Portion of Stress-Relieved Monel Coupon
Showing Appearance and Distribution of Pits (6.5X
magnification)
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Autoclave cenditions-~1000 ppm
chloride, 15 ppm oxygen, pH
adjusted ¢o 10 with NaaPO o

2000-hour exposure,

Specimen conditions-~Monei, fully
annealed, stressed and in the vapor
phase of the autoclave

Fig. 7. Photomicrograph Through Pit on Monel Coupon;
Maximum Penetration, 0,0014 inch (256X
magnification)
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MOD SG-4 and SH-4 1279.0 hr
MQOD SG-7 and SH-7 1224.4 hr
MIN 10 1269.2 hr
MIN 15 1260.3 hr
MIN 11 1253.2 hr
MIN 16 1258.0 &r

Times shown are sumber of hours of test time on vessel in 24-hour period,
starting at 8:30 on the morning of that day in which the t{me is skown,

*Total hours of test time 0 Jarnuary 31, 1961,

Fig. 8. Distribution of Test Time for Each Vessel During the Month of January
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26,0
No. 3 Miniature 24.0
No. 4 Minfature 24.0
No. 1 Modei -kw heater electrical 24.0
No. 2 Model terminal fatlure 24.0
- 1 Miniature _ - 24,0
No. 2 Miniature line pump {mpeller 240
No. 3 Mintature 34.0
No. 4 Minfature 24.0
No. 1 Model 12.0 23.0 2.9 24,0 24.0
No. 2 Model 12.0 23.0 24,0 24.0 24.0
No. 1 Minfature 12.0 23.0 2.0 24.0 24.0
No. 2 Miniature 12.0 25.0 24.0 24.0 24.0
No. 3 Miniature 12.0 23.0 2.0 | 260 24,0
No. 4 Miniature 12.0 23.0 24, 24,0 24.0
No. 1 Model 24.0 24.0 24.0 24.0 24.0
No. 2 Model 24.0 24,0 23.0 24.0 0.0
No. 1 Minlature 24.0 24,0 24.0 24,0 24.0
No. 2 Minlature 24,0 24.0 24,0 24.0 24.0
No. 3 Miniature 24,0 24,0 24.0 4.0 24.0
No. 4 Miniature 24.0 24,0 24.0 24,0 24,0

.

No. 1 Model 24.0 24.0 24.0 ~
No. 2 Model. 0.0 | 24,0 24,0

No, 1 Minfature. 24.0 24,0 28.0

Nc. 2 Mintature 24.0 24,0 24.0

No, 3 Miniature 24.C 24.0 24.0 _
No, 4 Minlsture 2¢.0 24.0 24,0

No, 1 Model- MOD SG-4 and SH-4 1776.9 hr *
No. 2 Model MOD SG~7 and SH-7 17565 hr #
No, 1 Miniature MIN 10 1773.3hr ®
No, 2 Minlature MIN 15 1759. 4 hr *
No. 3 Minfatire MIN11 1757.3hr ®

No. 4 Minfature

MIN is

1762.1br *

S~

Times shown are rumber of hours of test time on vessel In 24-hour perfod, starting at 8:30
on the morrning of that day in which the time i{s shown.

s Total hours of test time to February 28, 1961.

Fig. 9. Distribution of Test Time for Each Vessel During the Month of February
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Fig. 10. Distribufion of Test Time for Each Vessel During the Month of March

-

MND E-2013




15

fabricated with heavy-duty terminal lugs, and recurrence of the fafiure

is not expected. In the ascembly which failed, no damage was experienced
by the heater elements, The terminals on this unit will be replaced with
the heavy-duty type and the assembly will then be available as a spare,

When the new heater was installed in the loop, a pinhole leak was
discovered where the elements are welded into the flange. The jolit
was welded in place, and no further difficulties were experienced with
the assembly.

While the loop was shut down for replacement of the heater, the primary
line pump was disassembled for inspection. The bearings were found
to be worn and near the point of causing rotor damage. The accelerated
bearing wear was caused by imbalance of the impeller, The impeller
and bearings from the stand-by pump were installed in the in-loop pump
and subsequent performance was entirely satisfactory. The impeller
has been balanced and a new 8ot of bearings obtained for future use.

Replacement of the heater assembly and repair of the pump were ac-
complished during a loop shutdown which extended from February 4 to
February 9.

Shutdowns occurred during the month of March on three successive
weekends while the loop was unattended. These shutdowns were initiated
by low water levels in the model secondary systems. The loss of water
was traced to two causes: (1) leakage across the secondary feedwater
sight gauge gaskets and (2) leakage through tube fitting pipe thresads.

The gaskets were replaced, and the leaking pipe threads were seal-welded,
The loop operated over the final weekend of March with no unusual drop
of water level,

2. Maintenance of Secondary Environments

Difficulty was experienced during the quarter ir maintaining the specified
environments in the minjature secondary systems. The steam separators
are not effectively removing entrained moisture from the steam and this
results {n carryover of cheniicals {rom the vessels to the common storage
tank. Since all heat exchangers do not have cxactly the same steaming
rate or the same specified environments, some vessels tend to operate
above specifications while others run low,

Operation was improved by diverting the .'‘ondensate return line to the
drain rather than to the storage tank. This prevents exchange of chemicais
from one vessel to another, Of course, environmental chemicals are
still lo3t and addition of makeup chemicals must be made more often,
Attempts are being made to obtain a more effective steam separator.
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Chloride contamination of the model secondary systems was observed
dering the report period. Both systems were flushed several times to _
bring the chloride level below the specified limit. The source of the i
chloride was ultimately traced to salt deposits in the coolirg coils used
as condensers and blowdo™n coolers. The coils were used in the locp
prior to the recent modifications, and subsequent cleaning operations
apparently failed to remove all of the deposits. The coils were removed
‘rom the loop and thoroughly cleaned with nitric acid. A leak developed
in one coii; thig coil was replaced. Since : s€ measures were taken,
no difficulty has been experienced in maint«izing the model secondary
environments.

3. Operating Time Efficiency

During the report period, overall operation of the loop was quite satis-
factory. A quantitative measure of performance may be obtained by
ccmputing the operating time efficiency (OTE) as follows:

Total hours of test time (all vessels)
Total possible hours of test time (all vessels)

OTE = x 100%

Figure 11 shows the OTE achieved since the start of test work [t can

e seen that utilization of the loop was greauy improved during the

quarter. The initial iow values resulted from the intermittent operation !
when argon war used to pressurize the primary system. The OTE during

this quarter he been high, except for that time lost because of the 50-kw

line heater fziluce. It is expected that the cumulative OTE will approach g
85% by the end of the next quartesr. This is estimated to be near the

practical limit, when ailowances are made for downtime resuilting from

normal loop m.:intenance. i

C. CORROSION VESSEL TESTING

1 Model Heat Exchangers

Testing of the bimetal (MOD SX-4) n-cdel vessels and the Inconel
(MOD SX-7) model vessels was initiated during the quarter. The
secondary environment in the Inconei vessels is as {ollows (P\M-1 con-

Aitions):
pH 10 to 10.5
P04 150 ppm

10 ppm
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Cl 0.5 ppm (max)
Total soiids 175 to 200 ppm

The secondary environment for the bimetal vessels is as follows (SM-1
water conditions):

pH Approximately 8.5 with Na, PO4

Cl 0.5 pom {m x)

0,

Total solids 200 ppm {6 ax)

0.5 ppm {max)

Accumulated test time, as of March 31, 1< as follows:
AMOD SX-4 “4i3 hr
AMOD SX-7 2308 hr
A regular schedule of water sampling and analysis has been established.
Boiler water and condensate are sampled and analyzed Monday, Wedne~day

and Friday of each week. JMakeup chemicals are added as required.

2. Miniature Heat Exchangers

Testing cf the miniature Inconel (MIN 10 and 11) and bimetai
{MIN 13 and 16} miniature heat exchangers was continued during the
quarter. Accumulated test times are as follows:

AN 10 2433 hr
MIN 11 2413 ar
MIN 15 241% hr
MIN 16 2424 hr

Tae secondary environments for these vessels are summarized as
follows:

MIN 10

Ci 1000 ppm
ol 10 (with Xz20H)

0, Nc treatment {se2 noie}

<
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Cl 1000 ppm

pH 10 {with mixture of 33% N33P04 and
67% Na28P04)

O2 No treatment (see note)

MIN 15 and 16

C1 800 ppm

pH 10 (with mixture of 33% NasPO‘
and 67% NazﬁPO‘)

NOTE: The secondary makeup tank is maintained at 180° F, open to the
atmc “phere, which will maintain the oxygen concentration at
somewhat less than 0.5 ppm.

In MIN 15 the bimetallic tubing has been defected, exposing the stainless
steel sublayer to the secondary environment. Defects are in the vapor
phase, the liquid phase and at the vapor-liquid interface.

A regular schedule of water sampling and analysis has been established.
Boiler water and condensate are sampled and analyzed Monday, Wednesday
and Friday of each week. Makeup chemicals are added a8 required.

3. Reduction of Heat Transfer Data

Reduction of heat transfer data was started during this report period;
the heat transfer index for each model steam generator has been detzr-
mined as a function of time since testing was initiated. The jindex is a
qualitative measure of the overail coefficient of heat transfer of the
vessel. Because scale or corrosion products affect the quantity of heat

index should give an indication of scale buildup and a
measure of its effect on the heat transfer rate in the generator.

The derivation of the index is as follows:

Heat transfer index = Heat transfer to secondary fiuid
Primary 1luld heat available ior transfer
or

Ws(H

-H_ )
Heat tranafer index = W—Tgs—q—_'a"'t}'s
p pi po
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where

Ws = Secondary steaming rate (lb/hr)

W p ° Primary flow rate (ib/hr)

B, = Enthalpy of secondary water in {Btu/1b)

g = Enthalpy of secondary stea~~ out (Btu/lb)

Hpi = Entnalpy of primary water (Btu/lb)

A = Fnthalpy of primary water out, if at the secondary
. steam saturation temperature.

After the data were carefully examined, it was determined that a more
accurate index could be determined by using the primary fluid measure-
ments because those data were taken more often during the test. Tne
heat balance for the steam generator may be written:

Ws = (Hso - Hsi) = Wp (Hpi - Hpo) - QL {2)
where

H o Erthalpy of primary water out {Btu/1b)

QL = Taermal losses from the steam generator (Btu/hr).

Substituting in Eq (1) and reducing;

(H . -H )-Q /W
Heat transfer index = pi po L o

H_-H )
pi = “po

(3)

Examination of the data shows that the quantity QLIW? is very smail
compared to the quantity (Hpi
datermined constan: value for Q, /W_ has no appreciable affect on the
index. Loe

Figures 12 and 13 show the results of the present data reduction
effort. The curves appear to indicate that large effects on heat transfer
by scaling have not occurred. Analysis of thece data is still being con-
ducted. Also, possible causes {or the large deviation of a few scattered
points are beingz investigated
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